
Trudeau Building Rehabilitation 
 

 

 
 

Addendum #5:  Historic Saranac Lake – Trudeau Building Rehabilitation 
PROJECT LOCATION: Reconstruction at 118 Main Street, Saranac Lake, NY 12983 

Issue Date:  February 17th, 2023 
 

 

 
Distribution via email and posted on Historic Saranac Lake’s website (https://www.historicsaranaclake.org/) 

 
 

To: Bidding Contractors 

 
Please be advised of the clarifications noted below to the Bidding documents and responses to requests for 
information received to date during the bidding period.  

 
Modifications to Drawings: 

Sheet: M1.0 Mechanical Cellar Plan: 
a. Color coded lines intended to clarify refrigeration piping between each respective outdoor unit 

(ODUs) and each indoor unit (IDUs) on the M1.0 drawing issued in Addendum 4. 

Thank you. 
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